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10 [PHASE | OWHER | TASK DURATION 1097 - 1998 1999 AL A
. MOVE i e T nov Toec 1 aan [ Fes. | mAR | APR. | WAY | JUNE | JuLY [ AUG. | SEPT. | OCT. | NOV. | DEC. | JAN. | FEB. | MAR. | APR WAY | JUNE | JOLY | AUG_ [ 'SEPT | OCT. | NOV. | DEC.
i NOTICE 10 PROCEED
— N SITE UTILITIES SEQUENCE | B —
— y | A MOBILIZE CONTRACTOR N coea TN A -
t)z 4| A2 ~ [REPLACK LIGHTNING PROTECTION SYSTEM - 120ed h mmm m”m[ “mum [mm“ A2
2
- 6| @ RENOVATION / UPGRADE SEQUENCE i
— 71 61 T INSTALL NEW AIR HANDLING UNITS 1,2,4,7.8 / INSTALL MAIN PAGING & CLOCK SYSTEM 150ed l”m”] ““m“ TS
i oMt [VACATE 2ND FLOOR SWING SPACE (MSPU MOVES TO OB / L&D AND OR. LPO MOVES TO MAN fed OMB1
— 9 T OR. / ANESTH. MOVES TO SCU / DENTAL SURGERY TO OCCUR IN MAIN O.R. WHILE OTHER
— 10 - DENTAL SERVICES MOVE TO DENTAL CLINIC. - ] B
- TR "ALL_RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN SWING SPACE. ) 60ed ’ Ulﬂﬂ (11T Tllng
e 12 "I oMB2 [2ND FLR. — MENTAL HEALTH & PAT. ADMIN. MOVE TO SWING SPACE / CHAPLAIN MOVES TO DENTAL Bed [[[Jomet2
—' 13| B3 “TALL RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN MENTAL HEALTH, PAT. ADMIN & CHAPEL| T60ed | N ([T e ¢ 5
— 1 1 oMB3 [MENTAL HEALTH, PAT. ADMIN. & CHAPLAIN MOVE BACK TO ORIGINAL LOCATIONS T Bed | 1T 1 | [[[omg3 g ¢ g
e 1 OMBA4 | 2ND FLR.— 0.8 UNIT, 0.8. CLINIC & GYN UNIT MOVE TO MSPU / RP OFF. MOVE TO DENTAL Bed [[[ToM 4 z
— 16| B4 ALL_ RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN OB UNIT, 0B CLINIC, GYN UNT & | 60ed T HHEHHER
17 RP QFFICE AREAS. "
b 18 ovB5 0B UNIT, OB CLINIC, GYN UNIT & RP OFFICES TO MOVE BACK TO ORIGINAL LOCATIONS. ~ Bed 0 [ombs 3
__‘ 19 oMB6 | 1ST FLR — PEDS CLINIC, PHYSICAL EXAMS, OPERATING MGMT. EARLY INTERV. PROGRAM & FLET| Bed | _ '#“ [[[[omes
20 LJAISON MOVE TO MSPU / MAIN LOBBY FUNCTION MOVES TO CLINIC LOBBY.
— 2| B85 ALL_RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN PEDS CLINIC, PHYSICAL EXAMS. | 6oed | | | RS
22 OPERATING MOMT.. EARLY INTERV. PROGRAM, FLEET LIAISON & MAIN LOBBY
T 23 ovB7 |PEDS CLINIC, PHYSICAL EXAMS, OPERATING MGMT, EARLY INTERV.FLEET LIAISON & MAIN LOBSY Bed | B [[[[oyB7
24 MOVE BACK TO ORIGINAL LOCATIONS
- 25 OMBS |1ST FLR — INTERNAL MEDICINE & EYE CLINIC MOVE TO MSPU ged | | [Mqves
—— 26| 86 ALL RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN INTERNAL MEDICINE & EYE CLINC 60ed (T e
e 27 OMB9 TINTERNAL MEDICINE & EYE CLINIC MOVE BACK TO ORIGINAL LOCATIONS Bed IEREE
T 28 OMB10 (15T FLR — ACUTE CARE CLINIC & FAMILY PRACTICE CLINIC MOVE TO MSPU / CLINIC & PHAZM Bed [[Mloveio
29 WAITING MOVE TO MAIN LOBBY
30| 87 ALL RENOVATION ./ UPGRADE WORK TO BE ACCOMPLISHED IN ACUTE CARE CLINIC, FAMILY 60ed o7
31 PRACTICE CLINIC & CLINIC/PHARM. WAITING
32 ovBTT TAGC, FAMILY PRACTICE CLINIC & CUINIC/PHARM. WAITING MOVE BACK TO ORIGINAL LOCATIONS Bed [l{ome
o 33 oMB12[1ST FLR = P.T.. SURG/ORTHO CLINIC & ER MOVE TO MSPU / TRAUMA CASES TO SCU 8ed [[fomB12
L )'— 34| B8 ALL_ RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN P.T., SURG/ORTHO CLINIC & EX 60ed NI e
| 35 OMB13 |P.T.. SURG/ORTHO CLINIC & ER MOVE BACK TO ORIGINANL LOCATIONS 8ed [[{ome13
36 OMB12 [TST FLR — PHARM. MOVES 70 MSPU / UROLOGY MOVES IN w/ FAMILY PRACTICE CLINIC / FALF Bed o1k
Y OF LAB 1S VACATED / CLINIC & OUTPATIENT RECORDS MOVE TO VACATED PHARM. g
38 SASEMENT — DINING, FOOD SERVICES & MORGUE TEMPO. DISCONTINUE SERVICE & VACATE / 0
39 HOSPITAL FINANCE & MEDICAL REPAIR MOVE TO MSPU
40| B9 ALL_RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN UROLOGY, HALF OF LAB, CLINIC & 60ed T e §
41 GUTPATIENT RECORDS, DINING, FOOD SERVICES. MORGUE, HOSP-FINANCE, & MED. REPAR
42 RENOVATE /UPGRADE RADIOLOGY DEPT. & BASEMENT COMPUTER ROOM AS JOINT OCCUPANCY . gc_
43 OVBTS [UROLOGY, HALF OF LAB, CLINIC & OUTPATIENT RECORDS, DINING, FOOD SERVICES, MORGUE & 8ed [Nloms1 g g
44 HOSPITAL FINANCE MOVE BACK TO ORIGINAL LOCATIONS. g |2
45 OVBTE [TST FLR = HALF OF LAB IS VACATED / BASEMENT — SNACK AREA TEMPO. DISCONTINUED & Bed [Joms1s § Wl e
46 VACATED / STAFF EDUCATION, ADMIN. OFFICES & INDUSTRIAL HYGENE MOVE TO MSPU / MED. EQUIF. & g § e
47 STORAGE MOVE TO MEDICAL REPAR / CLEAN LINEN MOVES TO CLASSROOM 5026 | 3z |5k
48| B10 AL RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN PHARM.. HALF OF LAB, SNACH 60ed T e | s 2Bt
49 ~TAREA. STAFF EDUCATION, ADMIN OFFICES, INDUST HYGENE, MED EQUIP & STOR & LINEN ARS* | - = 82
50 1 RENOVATE /UPGRADE CENTRAL STERILE SUPPLY AS JOINT OCCUPANCY |
51 | OMB17 [PHARM, HALF OF LAB, SNACK AREA, STAFF EDUCATION, ADMl. OFFICES, INDUST HYGENE, MZl Bed [[oms17 S
52 \ TOUIP & STOR, LINEN AREAS & MEDICAL REPAIR RETURN TO ORIGINAL LOCATIONS. e
53 | GVB1B [BASEMENT - OQUALITY CONTROLMANPOWER, SECURITY, PREVENTIVE NED. & RESERVE MED. MI.E Bed NEGE £l
54 T 170 MSPU / HOUSEKEEPING MOVES TO CLASSROOM B02G | 8 -
55| 811 | [ALL_RENOVATION / UPGRADE WORK TO BE ACCOMPLISHED IN QUALITY CONTROL, MANPOWER 60ed \ IR HER ol
56 j |SECURITY, PREVENTIVE MED., RESERVE MED. & HOUSEKEEPING ‘ ot
57 | OMB19 |QUALITY CONTROL, MANPOWER, SECURITY. PREVENTIVE MED SISERVE MED. & HOUSEKEEPING 8ed HEEEE 1 ¢
58 “ [MOVE BACK TO ORIGINAL LOCATIONS / MSPU & DENTAL MOVE BACK TO ORIGINAL LOCATIONS ‘ N ‘ =
59| B12 | "RENOVE REMAINING MECH. EQUIP. & DUCTWORK THROUGHOUT FACILITY / FINAL BALANCE OF 30ed I HHIEE 0|3
60 T SYSTENS F = gf
1 PROJECT COMPLET! =
6 ] CT COMPLETE i 2 ;1(
St
LEGEND : NOTE. SHERLOCK, SMITH & ADAMS, INC. iz
A N ToONERY, ALABAMA & =
ed. - ELAPSED CALENDER DAYS PHASING ACTIVITY DURATIONS ARE —— T LTy
OM. - OWNER MOVE (BY GOVERNMENT) FOR THE CONTRACTOR'S " 7" REPAIRS TO NAVAL HOSPITAL
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DEMOLITION NOTES: GENERAL NOTES: ROOM LISTING

WAL MIA

REPAIRS TO NAVAL HOSPITAL

DEMOUTION PLAN — SUB—BASEMENT & BASEMENT COMPOSITE

CONSTR. CONTR. O,

SPECICATION NC.

NAVFAC DRWG. NO. | T HO

T 9 of 29

' ROOM ROOM ROOM ROOM ROOM ROOM ROOM ROOM
REMOVE EXISTING ALUMINUM WINDOWS. (SEE EXTERIOR ELEVATIONS AND DETAILS QT) REMOVE EXISTING PLUMBING FIXTURES. 1. SEE REFLECTED CEILING PLANS, MECHANICAL AND ELECTRICAL DRAWINGS FOR NO.  NAME NO. NAME NO.  NAME NO. _ NAME
FOR FURTHER INFORMATION,) @ - FURTHER DEMOLITION REQUREMENTS AND. INFORMATION. 81 BOLER ROOM Q19 MANAGEMENT CONTROL BOZF SUPERVISOR 0812 Em‘\fcm roRAGE
i ; O g REMOVE EXIST. LAY-IN AC ] SB2  EQUIPMENT ROOM PROGRAM COORDINATOR B02G STORAGE/CLASSROOM ~ CO13 L
STING D CONG AS REQUIRED 10 } ; 9
@ ﬁiﬁ%‘[ P;(;)R(';““N r/)'I (l)"x i(‘l:!:“r(m:'“m VIR CEFGrECE L B S SUPPORT GRID AS REQUIRED TO ACCOMPLISH WORK 3¢ TELEPHONE EQUIP. RM. A020 OFFICE BO3  OFFICE COl4  STORAGE
"\‘ * i ! INDICATED ON THE MECHANICAL & ELECTRICAL AO1 CORRIDOR 2021 OFFICE B04  VAULT CO15 CART STORAGE
y @ REMOVE DXISTING DOOR, FRANE AND HARDWARE DRAWINGS. STORE ALL MATERIAL REMOVED FOR 02 CORRIDOR 4607 0. OFFICE S SibRGiE Col7 STORAGE
RE-INSTALLATION A03  CORRIDOR A024 OFFICE BO6  GROSS PATHOLOGY €018 MEDICAL EQUIPMENT
@9 REMOVE EXISTING DOOR AND HARDWAR! AO4  VESTIBULE A025 OFFICE AUTOPSY STORAGE
(3) REMOVE EXISTING CONCEALED SPUNE CEILING A5  QUALITY IMPROVEMENT A026 MEDICAL LIB. BO7  PASSAGE D01 ELEVATOR LOBBY
@3 REMOVE EXISTING SHUTTER & NON-RATED COUNTER W/ CASEWORK & SUPPORT SYSTEM & RISK MANAGEMENT Q27 OFFICE B08  TOILET D02  ELEVATOR LOBBY
i AOSA  OFFICE AD28  CLASSROOM B09  SHOWER D03  CORRIDOR
REMOVE EXISTING EXHAUST FAN ABOVE DOOR (%) REMOVE EXIST. PLASTER CEILING & SUPPORT @®)—- —.:L AOSC  OFFICE A030 HOUSE KEEPING BO0  KITCHEN D04  LOBBY
SYSTEM. (FXERCISE CARE TO PREVENT DAMAGE I A6 NURSING SERVICE AO31  TOILET BOTl  DISHWASHING D05  CORRIDOR
@) REMOVE EXISTING WOOD PLATFORM WITHIN STAIR WELL 10 ADJACENT WALLS) DIRECTOR OFFICE AD32 TOILET BO12 FOOD SERVICE D06  PREVENTIVE MEDICINE
AO6A TOILET A034 EDUCATION DEPT. BO13 CLNICAL NUTRITON D07  RESERVE MEDICINE -
RELOCATE EXIST. WALL-MOUNTED TRANSFORMER REMOVE EXISTING LAY-IN ACOUSTICAL CEILING ’— A7 NURSING SERMICE A035 SNACK BAR BO14 ELECTRICAL ROOM D08  STORAGE P
' ® SYSTEM © DIRECTORS SECRETARY  A036 VENDING BO15 STORAGE DO8A TECH. OFFICE § d
REMOVE EXISTING WALLS A08  C.0. OFFICE A037 STORAGE B016 PASSAGE D09  CAFETERIA & 3
@ REMOVE EXISTING HM. FRAME A0BA CLOSET A038 OFFICE BO16A FREEZER D010 TOILET
: RTION OF EXIST CONG. DECK & FLOOR - A088  TOILET A039 ELECTRICAL ROOM BO168 REFRIGERATOR D011 TOILET
REOAE BORYER 06 1S ) ‘/ 03 3 A0S OFFICE AO40  STORAGE BOI7 WOMEN'S LOCKERS D012 MECHANICAL ROOM g
i = = ) AO10  SECRETARY AD41  SECURITY BO18 WOMEN'S TOLLET D014 MAIL ROOM
| e A0l OFFICE A042 STORAGE BO19 MEN'S TOLET D015 STORAGE
05 A012  ADMIN. OFFICE AO43 PREVENTIVE MEDICINE  BO20 MEN'S LOCKERS D016 ELECTRICAL ROOM
AT WOMEN TOIL. AQ43A OFFICE B022 COMPRESSOR ROOM D017 ELEVATOR MACHINE RM.
@——- A014  SHOWER AO44  CONFERENCE B025 STORAGE D018 PASSAGE
007 AOIS MEN TOIL AO101 ELECTRICAL ROOM B026 ELECTRICAL ROOM D019 ELECTRICAL ROOM
AO16  MANPOWER A0102 GENERATOR ROOM B027 GAS STORAGE D020 HOUSE KEEPING
14N { AO16A WORK ROOM AD103 SWMTCHGEAR ROOM BO101 ELECTRICAL ROOM D021 CLEAN LINEN
B AQIBB OFFICE AD104 SWITCHGEAR ROOM CO1  CORRIDOR D022 TRASH
@\ AD16C OFFICE AO105 SMTCHBOARD ROOM €02  HOUSE KEEPING D023 INDUSTRIAL HYGIENE
- AD17 SAFETY & A0106 CORRIDOR 03 TOILET D024 OFFICE
OCCUPATIONAL HEALTH goI  CORRIDOR CO4 WOMEN'S STAFF LKRS. D025 INDUSTRIAL HYGIENE
9&‘%‘ A8 EFFICIENCY B2  MANAGEMENT €05  TOILET D026 MEN TOLL
2%, REV. COORDINATOR INFO. SYSTEMS C06  MEN'S STAFF LKRS. D027 MEN'S LOCKERS
20 BO2A SECRETARY €07  STORAGE D028 WOMEN TOIL
8028 OFFICE C08  STAR NO. ! D029 WOMEN'S LOCKERS
B02C MEDICAL REPAR 09 SOILED RECEIMNG D030 STORAGE
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GENERAL NOTES (@ @ H \_l]_@) [('I !"l@ D @ SEAL ARIA
. 1 — + b .
1. SEE SHEET Al=1 FOR muounm; NOTES @B‘_‘E}”lj @lé&mql CH0 fop ] ROOM LISTING
. SEE S : =] ROOM ROOM ROOM
‘ o 2o/ w@l@:/ fcia) NAE Ko Raue RoM ook Ro™ R NO. NAUE
9. SEE REFLECTED GEILING PLANS, MECHANICAL SHEETS & ELECTRICAL SHEETS FOR - [crio] 43y O D
FURTHER DEMOLITION REQUIREMENTS. & INFORMATION. RELATED TO EACH DISCIPLINE. (an)— - — . H(2 r)[""“l = Py C | CORRIDOR A-139 OFFICE B103  CONTROL B147 ELECTRICAL ROOM C137 CARRIER COUNSELOR
v 55 \—@[LM-JI ci4g] AI0TA WAITING A140  EXAM BI04  WAITING 148 TOILET C138  TOLET
@ . lu)g i I g AI0IB CONTROL Al41 DOCTOR'S OFFICE B105 STAFF LOUNGE BI49  URODYNAMICS C139 EYE LANE
5 [crag] (e50) A101C SCREENING A142  DOCTOR'S OFFICE B106 STORAGE BI50 EXAM C140  SOILED
|(1M| \ D) = (E) - ® A102  CORRIDOR Al43 EXAM B107 STORAGE 8151 DOCTOR'S OFFICE Cl41  TOLET
®) O lenglfelt [C‘,_ﬂ] A102A CONTROL Al44 EXAM BI08 SPECIMEN TOLET BI52 LAB C142  TOILET
[crie} @ DY 7@[(:104@”;:10_4(;] A103  CORRIDOR A145 WORK ROOM B109 PASSAGE B153 LPO OFFICE C143  OFFICE
(o] WPz A103A ER. CONTROL Al46  CHECK-IN B110  DONOR ROOM B154 HOUSE KEEPING Cl44  VISUAL FIELD
_ == i @£ ‘MHJ hq;glmfﬁ A104 CORRIDOR A147 DOCTOR'S OFFICE BNl TOILET BI55 PASSAGE C145 MINOR PRECEDURE
@ ‘ 5 s Jﬂﬂlﬂ]ﬂ A105 CORRIDOR A148 DIV, OFFICE B112  TECH. WORK 8156 STERILE WORK RM C146 WVISUAL TEST
¢ A106 SOILED A149  DOCTOR'S OFFICE B113  MICROBOLOGY BI57 CYSTO C147 EYE EXAM
e A107  STAFF LOCKERS AI50 WORK ROOM Bi14 EMERG. SHOWER BI57A CONTROL C148  PASSAGE s
€ A108  EXAM A151  EXAM B115 BLOOD BANK B159 TOLET Cl149 OFFICE E g 3
2}-‘ s , A109  UTILITY Al52 WEIGHTS & MEASURES B116  HEMOTOLOGY BI6I  PHARMACY C150 OFFICE i 2
2 N)- = AND  EXAM Al53  OFFICE BI17  HYSTO/CYTO B162 ALCOHOL VAULT 151 OCULAR PHOTOGRAPHY © 3
\ Al SUTURE A154  TOILET B118  STORAGE B163 CHIEF OF PHARMACY ~ C152 ELECTRICAL ROOM
\ [c1026) Al12 0B/ENT AI55  EXERCISE BI19  STORAGE B164 PHARMACY ISSUE €153 DOCTOR'S OFFICE i
\ S A1y  OFFICE A155A TREATMENT B120 PATHOLOGIST BI6S V. PREP C154 FITTING a
Al14  VESTIBULE A1558 TREATMENT B121  QFFICE B166 INPATIENT PHARMACY €155 HOUSE KEEPING
\ — Al15  TOILET AI55C WHIRLPOOL B122 LABORATORY B167 STORAGE/LOCKERS C156 EXAM
" A6 OFFICE A156  STORAGE BI23 STORAGE B110! ELECTRICAL ROOM CI57 EXAM
Al17  TRAUMA ROOM A157 DOCTOR'S OFFICE B124 STORAGE €101 CORRIDOR C158 DISASTER PREP.
A8 VESTIBULE Al58 TREATMENT B125 PASSAGE 102 CORRIDOR €158 DOCTOR'S OFFICE
A9 EXAM A159  TREATMENT B126 ULTRA SOUND ADMIN. ~ C102A VENDING CI60 EXAM
A120 DOCTOR'S OFFICE AIGO PT STOR./LKR. RM.  BI27 ULTRA SOUND 1028 CONTROL CI61  EXAM
AMBULANCE s A2l TOILET Al61  DOCTOR'S OFFICE B128 VAULT €102C INTERNAL MEDICINE €162 STORAGE
SHELTER —o”” A122 DIVING MED. OFFICE  A162 DOCTOR'S OFFICE B129 STORAGE €103 CORRIDOR C163  EXAM
PN A124 DOCTOR'S OFFICE Al63 DOCTOR'S OFFICE B130  MAMMOGRAPHY 104 CORRIDOR C164 IMMUN CLINIC
7 A125 DOCTOR'S OFFICE Al64 TREATMENT B131  VESTIBULE C104A WAITING C165 PED. LEAD PREVENTION
A126 MEDICAL OFFICER A1B5 CAST BI31A DRESSING C1048 CONTROL CI66 TEMP./WGT./MEASURE
A127 EXAM Al66  STORAGE BI31B DRESSING 105 CORRIDOR C167 OFFICE
A128  EXAM AI67 EXAM BI31C DRESSING €108 EXAM C168 LAB STORAGE
A129  DOCTOR'S OFFICE A168 DIV. OFFICE B131D DRESSING €109 NUTRITION CLINIC 169 TREATMENT
A130 TRIAGE OFFICE AT69  MINOR SURGERY BI3IE DRESSING C110  CHIEF OF SERMICE 170 EXAM/ISOLATION
A131  DOCTOR'S OFFICE A170  TOILET B132  X-RAY NO. 1 €111 DOCTOR'S OFFICE C171 TOLET
A132 TREATMENT AIT1 TOILET BI32A CONTROL Cl2  EXAM €172 TOLET
A133  ELECTRICAL ROOM Al72  SOILED B132B CONTROL CN3  OFFICE C173  CONTROL
A134 LAB OFFICE AI73  PROCTOLOGY BI33 FILM STORAGE Cl14  OFFICE C174  WAITING
AI35  TOILET Al74 DOCTOR'S OFFICE BI34 X-RAY NO. 2 cN5  EKG 1101 ELECTRICAL ROOM
AI36  EXAM A174A TOILET B134A CONTROL C116  STORAGE D101 OPD LOBBY & WAIT.
A137 DOCTOR'S OFFICE A175 OUTPATIENT NURSING ~ B1348 TOILET C17  CLEAN DIOIA CORRIDOR g
A138  WORK ROOM A1101 ELECTRICAL ROOM BI35 X-RAY NO. 3 Cl18  TOLET D102 OPD LOBBY & WAIT. 2
A1102 MECHANICAL AREA B136 PANOGRAPHIC UNT ~ CI19  OFFICE D102A CORRIDOR
B101  CORRIDOR B137 STORAGE €120 TOILET D1028 CORRIDOR %
BIOIA WAITING B138 TOILET 121 AUDIOLOGIST D103 WAITING
B102 CORRIDOR B139 DARK ROOM €122 EXAM D103A CORRIDOR o
BI02A WAITING B140 FILM STORAGE/WORK  C123 AUDIO TESTING D103B CORRIDOR 2 o
B1028 CONTROL 8141  WORK ROOM 124 DOCTOR'S OFFICE DI04 CORRIDOR éLT_' W
B102C PATIENT HOLOING B142 SECRETARY 125 OCCUPATIONAL HEALTH D105 CORRIDOR 2 2
B1020 BARIUM B142A OFFICE €126 OFFICE D106 ELEVATOR LOBBY Eui|Q
B143 ELECTRICAL ROOM C127  PHYSICAL EXAM DIO7 WOMEN TOIL. =
B144 DUTY BEDROOM €128 TOILET D108 DUTY CORPM. BR. g‘>‘ g
B145 TOILET 129 TOILET D108A TOILET g % %t
B146 CHIEF OF RADIOLOGY ~ C130 EYE EXAM D109 INFORMATION DESK ERY) gf
G131 WEIGHTS/MEASURES/EKG D112 STORAGE 5 @
€132 OFFICE D113 COMMUNICATIONS RM | -
€133 FLEET LIAISON D115  OFFICE -
C134 DEPT. HEAD D116 OUTPATIENT RECORDS o |
C134A WAITING D117 COPY/WORK ROOM o
C135 EARLY INTERVIEW D118 O.P. RECORDS OFFICE z| -
€136 TOLET D119 OUTPATIENT RECORDS 8 :
D120 WOMEN TOIL. ¢
DI21 MEN TOLL o1 ¢
\® D122 CHIEF OF DAY OFFICE o
S D123 ELECTRICAL ROOM o1 !
3 D125 DUTY CHIEF BR. k
D126 TOILET 218,
D127 DUTY OFFICE BR = | Ei
D128 TOLET : D | ot
0123 MEN TOL Sl
YK
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GENERAL NOTES:

1. SEE SHEET Al=) FOR DEMOLITION NOTES

2. SEE REFLECTED CEILING PLANS, MECHANICAL SHEETS & FLECTRICAL SHEETS FOR

FURTHER DEMOLITION REQUIREMENTS & INFORMATION RELATED TO EACH DISCIPLING
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ROOM LISTING

ROOM ROOM ROOM ROOM ROOM ROOM ROOM ROOM ROOM ROOM
NO.  NAME NO.  NAME NO.  NAME NO.  NAME NO.  NAME
A201 CORRIDOR A238 ELECTRICAL ROOM B213A TOILET €204 PASSAGE D203 CORRIDOR
A202 CORRIDOR A239  DIV. OFFICER B214 CLEAN C205 PASSAGE D204 CORRIDOR
A202A NURSE A240 LPO/0B B215 WAITING ROOM €208 OPERATING ROOM D204A NURSE'S
A203 CORRIDOR A241 PATIENT INTERVIEW B215A TOILET €209 SURGICAL STORAGE D205 CORRIDOR ——
A205 CORRIDOR A241A SHOWER B216 FAMILY ADV. OFFICE (210 SPLINT/PLASTER D209 LOCKERS
A206 CORRIDOR A242 SHOWER B216A TOILET €211 STORAGE D210 TOLET
A207 VESTIBULE A243 4-BED ROOM B217 CFFICE €212 DOCTOR'S LOCKERS D211 STORAGE
A208 1-BED ROOM A243A TOILET B218  OFFICE €213 TOILET D212 TOLET
A208A TOILET A244 1-BED ROOM 8219 2-BED ROOM C214  OFFICE D213 LOCKERS
A209 HOUSE KEEPING A244A TOILET B219A TOILET €215 TOILET D214 CLEAN UTILITY
A210 DIV, OFFICER A245A TOILET B220 4-BED ROOM 0216  NURSE'S LOCKERS D215 STORAGE
A211  LPO/GYN OFFICE A246 PREMY. NURSERY B220A TOILET €217 TOIET D216  DELIVERY RM. NO. 1 ‘
A212  OFFICE /EXAM A247 ISOLATION B22!1 SHOWER €218 HOUSE KEEPING D218 LABOR ROOM NO. 1 & w
A212A TOILET A248 WORK ROOM B222 TREATMENT €219 OFFICE D219 EXAM. i °
A213  OFFICE /EXAM A249 PASSAGE B223 ELECTRICAL ROOM €220 OFFICE D220 NURSE 4
A213A TOILET A250 DELIVERY NO. 2 B224 SHOWER €221 ANESTH. TECH. WORK D221 LABOR ROOM NO. 2
A214  SHOWER A251  STORAGE 8225 DOCTOR'S OFFICE 222 OPERATING ROOM D221A TOILET
A215 CLEAN A253 RECOVERY B225A TOILET €223 SUB-STERILE D222 RP. OFFICE g
A216  SOILED A254 STORAGE B226 DOCTOR'S OFFICE (224 OPERATING ROOM D222A TOILET
A21T7 SITZ A255 STAFF LOUNGE B228 COLLECTION AGENT 225 GAS STORAGE D223 CHAPLAINS'S OFFICE
A216 SHOWER A255A TOILET B229 2-BED ROOM 226 ORTHO. SUPPLY D223A TOILET
A219 1-BED ROOM A256 ASSIST. DIR. NURSING ~ B229A TOILET ©227 ORTHO. SUPPLY D224 TOLET
A219A TOILET A256A TOILET B230 CHAMPUS 230 GNW STORAGE D225 TUB
A220 2-BED ROOM A2101 ELECTRICAL ROOM B230A TOILET €231 OFFICE D226 STORAGE
A20A TOILET B201 CORRIDOR B231 SHOWER C231A TOILET D227 PROSTH. LAB
A221  2-BED ROOM B202 CORRIDOR B232 STORAGE €232 SHOWER D228 SCRUB
A221A TOLET B203 PASSAGE B234 SHOWER €233 RECOVERY/SCU D229 DENTAL OR. NO. 2
A222  CONTROL B203A PASSAGE 8235 LCPO NURSING SERVICE €235 UNIT OFFICE D230 DENTAL DR NO. 1
A222A TOILET B2038 ADMIN. OFFICES B236 PAT. ADMIN. TRANSC. (236 OFFICE D230A CHAPEL
A223 08/GYN CUNIC WAIT. ~ B204 2-BED ROOM B236A TOILET C236A TOILET D232 ELECTRICAL ROOM
A224 SHOWER B204A TOILET B237 PAT. ADMIN. ARCHIVES (237 STORAGE D233 ELECTRICAL ROOM
A225 OFFICE/EXAM B205 M.P. . B238 TOILET €238 QUITE OFFICE D234 STORAGE
A226 SHOWER B206 DOCTOR'S OFFICE 8239 OFFICE €239 TOILET D235 STORAGE
A227 SOIL B206A TOILET B240 STORAGE €241 4-BED ROOM D236 1-BED ROOM
A228 SUPPLY B207 MENTAL HEALTH CUNIC B241 STORAGE C241A TOILET D236A TOILET
A229  SHOWER B207A TOILET B242 OVERSEAS SCREENING (242 SHOWER D238 WORK ROOM
A230 4-BED ROOM B208 SHOWER B243 ADMISSION OFFICE €243 SOILED D239 SHOWER
A230A TOILET B209 STORAGE B243A TOILET C244 TOILET D240 4-BED ROOM
A231 WORK AREA B209A NUTRITION B244 DEPT. HEAD 245 ELECT. ROOM D240A TOILET
A232 PASSAGE B210 SI1Z B244A TOILET €246 1-BED ROOM D241 PS/DE
A234 FORM ROOM B210A STORAGE B2101 ELECTRICAL ROOM C246A TOILET é
A236 FULL TERM NURSERY ~ B211 SHOWER €201  CORRIDOR 2101 ELECTRICAL ROOM H
A237 CLEAN B212 4-BED ROOM €202 CORRIDOR D201 ELEVATOR LOBBY g
B212A TOILET €203 CORRIDOR D201A OFFICE g
B213 2-BED ROOM C203A SCRUB 0202 CORRIDOR g
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