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LIGHTING FIXTURE SCHEDULE

FIXTURE LAMPS @
7| CU @ RCR=1 :
MARK DESCRIPTION
NO WATTS | TYPE LUMENS
FLUORESCENT RECESSED STATIC LENSED
AN 2 32 F3218/ | 2850 78 LUMINAIRE, 2'X4" LAY=IN, FLAT STEEL DOOR, CAM
LATCHES, CLEAR ACRYLIC PRISMATIC LENS. 277 VOLT
3 F3278 7 FLUORESCENT RECESSED STATIC LENSED
b 32 mnwuw / 28350 S PCZ_Z\mmm. 2°X4" LAY=IN, FLAT STEEL DOOR, CAM
LATCHES, CLEAR ACRYLIC PRISMATIC LENS. 277 VOLT
b 4 32 _.numqm\ 2850 71 FLUORESCENT RECESSED STATIC LENSED
SP35 LUMINAIRE, 2°X4" LAY=IN, FLAT STEEL DOOR, CAM
LATCHES, CLEAR ACRYLIC PRISMATIC LENS. 277 VOLT
FLUORESCENT RECESSED STATIC LENSED
b 4 40 F321g/ | 2950 j LUMINAIRE, 2'Xx4" LAY=IN, FLAT STEEL DOOR, CAM
SPX35 LATCHES, CLEAR ACRYLIC PRISMATIC LENS. 277 VOLT
D 2 32 F3218/ | 2850 87 INDUSTRIAL FLUORESCENT FIXTURE WITH
SP35 WITH 8 TO 15% UPUIGHT. 2 LAMP
AND PENDANT MOUNTED SWIVEL STEM AND
WIREGUARD, MOUNT 9'—0" A.F.F. IN MECH. ROOMS
AND 8'-0" EVERYWHERE ELSE UNLESS NOTED
OTHERWISE, 277 VOLT.
RECESSED STATIC FLUORESCENT TROFFER, 1'X 4
A 2 32 F3278/ | 2850 65 LAY—IN. RECRESSED ALUMINUM DOOR WITH
SPRING—LOADED CAM LATCHES, 0.125" K—12 CLEAR
ACRYLIC LENS, PAINTED AFTER' FABRICATION. 277 VOLT
RqV 6 32 F3218/ | 2950 RECESSED STATIC FLUORESCENT SURGICAL
SPX35 49 TROFFER, 2'X4' FLANGE,
>m<Z_smaD_n>r\m<ZZm,_.D_0>—. RFI SHIELD LENS,
LIGHT SEAL GASKETING. PROVIDE RFI SUPPRESSOR
FOR EACH BALLAST. 277 VOLT
b 2 13 13W 900 - RECESSED 8 ROUND DOWN-—LIGHT
PLF WITH CLEAR REFLECTOR
AND BLACK BAFFLE 277 VOLT LIGHT..
b i 150 A-21 2850 55 RECESSED 8" ROUND INCANDESCENT DOWN-LIGHT
IF WITH SPECULAR SILVER REFLECTOR
CONE, 7° APERTURE, 277 VOLT.
9 2 13 TWIN 300 61 DAMP LOCATION SQUARE RECESSED FLUORESCENT
TUBE DOWNLIGHT 9.5" APERTURE 277 VOLT.
FLUOR.
2700K
b 2 26 COMPACT | 1800 29 RECESSED SQUARE FLUORESCENT DOWNLIGHT
nrqcom. WITH FLAT PRISMATIC GLASS LENS.
2700 PRE-WIRED, 277 VOLT.
b 2 20 F2018/ | - - 2', FLUORESCENT WALL BRACKET WITH UPLIGHT
SP35 AND DOWNLIGHT MOUNTED ABOVE MIRROR
OR 6'-6" AFF, 120V.
@ 4 32 F3218/ | 2850 - PATIENT ROOM BEDLIGHT WITH UPLIGHT
SP35 (2 LAMPS) AND READING LIGHT (2 LAMPS)
SWITCHED SEPERATELY 8Y PULL CHAIN. 120 VOLT.
% 2 32 F3218/ | 2850 - 1'x4’, RECESSED TROFFER WITH DEEP CELL PARABOLIC
SP35 LOUVER, 4" DEEP MINIMUM. FULL FLOATING REVEAL,
277 VOLT.
§ 2 32 F3218/ | 2850 - FLUORESCENT RECESSED STATIC LENSED LUMINAIRE,
SP35 1'x4’ LAY—IN, FLAT STEEL DOOR, CAM LATCHES,
CLEAR ACRYLIC PRISMATIC LENS, 277 VOLT.
b 4 32 F3218/ | 2850 - FLUORESCENT SURFACE MOUNTED STATIC LENSED
SP35 LUMINAIRE, 2'x4' LAY—IN, FLAT STEEL DOOR, CAM
LATCHES. CLEAR ACRYLIC PRISMATIC LENS, 277 VOLT.
b 2 32 F3218/ | 2850 - FLUORESCENT SURFACE MOUNTED STATIC LENSED
SP35 LUMINAIRE, 1'x4’ LAY-IN, FLAT STEEL DOOR, CAM
LATCHES, CLEAR ACRYLIC PRISMATIC LENS, 277 VOLT.

FIXTUR HEDULE NOTES

NOT USED

FLUORESCENT EMERGENCY LIGHTING BALLAST. BATTERY SHALL BE
CAPABLE OF DRIVING 1-FOUR FQOOT LAMP TO APPROXIMATELY
1100 LUMENS  BALLAST SHALL BE MOUNTED WITHIN FIXTURE.
PROVIDE REMOTE TEST SWITCH AND CHARGING INDICATOR LIGHT
FLUSH MOUNTED ON WALL.

ALL STRIP TYPE FIXTURES SHALL HAVE LAMP SOCKETS OF THE TYPE
REQUIRING A FORCED MOVEMENT ALONG THE LONGITUDINAL AXIS OF
THE LAMP FOR INSERTION AND REMOVAL OF THE LAMP.

ALL FLUORESCENT FIXTURES SHALL CONFORM TO UL 1570
ALL INCANDESCENT FIXTURES SHALL CONFORM TO UL 1571.
ALL HIGH INTENSHY DISCHARGE FIXTURES SHALL CONFORM TO UL 1572

ALL RECESSED FIXTURES SHALL BE COMPLETE WITH APPROPRIATE
FRAME FOR THE CEILING TYPE IN WHICH IT SHALL BE INSTALLED.

A PARTICULAR FIXTURE MARK MAY BE SHOWN IN MORE THAN ONE TYPE
CEILING. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO
COORDINATE WITH CEILUING TYPES.

LOCATE FIXTURES IN MECHANICAL, COMMUNICATIONS. AND
ELECTRICAL ROOMS TO AVOID EQUIPMENT AND PROVIDE EFFICIENT
LIGHTING FOR THE TASK INVOLVED.

EXACT LOCATION OF FIXTURES SHALL BE AS SHOWN ON REFLECTED
CEILING PLANS.

MOUNTING HEIGHT OF FIXTURES SHALL BE AS SHOWN IN THE FIXTURE
SCHEDULE UNLESS NOTED OTHERWISE.

ALL FIXTURES WITH RAPID START LAMPS SHALL HAVE RAPID START
BALLAST.

ALL FIXTURES WITH 2 TWIN TUBE FLUORESCENT LAMPS SHALL HAVE A

BALLAST FOR EACH LAMP WHEN LAMPS ARE SHOWN SWITCHED SEPARATELY.

ALL LAMPS SHALL BE MANUFACTURED BY G.E..VENTURE, OSRAM/SYLVANIA
OR APPROVED EQUAL.

ALL RAPID START BALLASTS SHALL BE ENERGY EFFICIENT BALLAST
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